










































( 

V.P.S.B. No. 9 Eighth Revised Sheet 23-9 
Cancels Seventh Revised Sheet 23-9 

GREEN MOUNTAIN POWER CORPORATION 
SELF GENERATION AND NET METERING 2.0 

DETERMINATION OF SITING ADJUSTOR: 
At the time that the Commission issues a certificate of public good it will set out a siting 
adjustor based on the siting criteria outlined in Board Rule 5.100. 

SITING ADJUSTOR RATES: 
For net metering systems who apply for a certificate of public good after January 1, 2017 
shall be subject to the following siting adjustors. 

Application 1/1/17- 7/1/18- 7/1/19- 2/2/21 - 9/1/21 -
Period 6/30/18 6/30/19 2/1/21 8/31/21 TBD 

Category I $0.010/kWh $0.010/kWh $0.010/kWh $0.000/kWh ($0.010)/kWh 
Category II $0.010/kWh $0.010/kWh $0.010/kWh $0.000/kWh ($0.010)/kWh 
Category III ($0.010)/kWh ($0.020)/kWh ($0.020)/kWh ($0.030)/kWh ($0.040)/kWh 
Category IV ($0.030)/kWh ($0.030)/kWh ($0.030)/kWh ($0.040)/kWh ($0.050)/kWh 
Hydroelectric facilities $0.000/kWh $0.000/kWh $0.000/kWh $0.000/kWh $0.000/kWh 

500 KW CUSTOMER LIMIT 
The cumulative capacity of net metering systems allocated to a single customer shall not 
exceed 500 kW. A customer with multiple accounts shall not exceed this 500 kW limit. 

INTERCONNECTION REQUIREMENTS: 
The interconnection of all net metering systems is governed by Commission Rule 5.500. The applicant 
bears the costs of all equipment necessary to interconnect the net metering system to the distribution 
grid and any distribution system upgrades necessary to ensure system stability and reliability. 

All net metering systems that apply or register to connect to circuits identified by GMP that have had 
transmission ground-fault overvoltage upgrades completed after July I, 2019 and all others that have 
not yet had TGFOV mitigation are required to contribute to the cost of these GMP upgrades prior to 
interconnection. However, 15 kW systems and smaller sha11 pay the fee via the first electric bill after 
interconnection. The fee shall be $37/k.W of installed AC capacity. Net metering systems that have an 
active application or registration for interconnection on hold prior to July 1, 2019 due to a transmission 
ground-fault overvoltage issue and have not already agreed to pay for the cost of the transmission 
ground-fault overvoltage upgrade may continue the interconnection process by paying the fee. 

Any other upgrades that are identified as a result of review or system impact study will continue to be 
borne by the requesting net metering system, in addition to the transmission ground-fault overvoltage 
fee. Permission to proceed with interconnection shall be granted at GMP's discretion and may upon 
notice require all upgrades to be completed, including those related to transmission ground-fault 
overvoltage upgrades. 

EFFECTIVE: On Bills Rendered on or after February 2, 2021 
GREEN MOUNTAIN POWER CORPORATION 

By: ElizabethMiller ~ ·-

Vice President, Chief Legal Officer & Corporate Secretary 
A:\Regu]atoryAffairs\RetailRateAdministration\RetailTariffs\CurrentTariffs\Case 20-0097 Set I .doc. 



V.P.S.B. No. 9 Third Revised Sheet 23-10 
Cancels First Revised Sheet 23-10 

GREEN MOUNTAIN POWER CORPORATION 
SELF GENERATION AND NET METERING 2.0 

DISCONNECTION OF NET METERED SYSTEM: 
Any eligible system shall be subject to emergency disconnection of the system. These 
emergency disconnection procedures do not supplant Commission Rules 3.300 and 3.400 
or other tariff rules and regulations related to Company disconnections. 

In general, an emergency shall be considered to occur when the interconnection of an 
eligible system represents a condition which is likely to result in imminent significant 
disruption of service to the Company's Customers or is imminently likely to endanger 
life or property. 

If the Company performs an emergency disconnection of an eligible system, the 
Company shall notify the Customer within twenty-four hours after the disconnection. If 
the emergency is not caused by the eligible system, then the Company shall reconnect the 
system upon cessation of the emergency. If the emergency is caused by the eligible 
system. then the Company shall communicate the nature of the problem with the 
Customer within five days, and attempt to resolve the issue with the Customer. The 
Company shall file a disconnection petition with the Commission if the Company and the 
Customer have not reached a mutually agreed-upon resolution within thirty days of the 
emergency disconnection. 

Non-emergency disconnections of an eligible system by the Company shall follow the 
same process as set out above for emergency disconnections of such system, except that 
the Company shall give written notice of the disconnection no earlier than ten days and 
no later than three working days prior to the first date on which the disconnection of the 
system may occur. Such prior notice shall communicate the reason for the disconnection 
and the expected duration of the disconnection. If the eligible system is not the reason for 
the system's disconnection, the Company shall reconnect the system as soon as the 
activity necessitating the disconnection ceases. Temporary, non-emergency 
disconnections due to the removal of the meter by the Company or their representatives 
such as those related to a meter exchange or meter test shall not requir~ prior notice. 

A Customer shall be prohibited from reclosing a disconnect device, which has been 
opened and tagged by the Company, without the prior approval of the Company, or, in 
event of dispute, the Commission. 

A Customer who initiates a permanent disconnection of an eligible system shall promptly 
notify the Company. 

EFFECTIVE: On Bills Rendered on or after January 3, 2019 

GRIIBN MO~WER CORPORATION 

Kristin Carlson 
By: 

Vice President, Strategic and External A.ffitirs 
A:\Replatory Affairs\RctailR.atcAdministration\RetailTarlffs\RateDesipl2018 Final Set6 1-3-19.doc. 



V.P.S.B. No. 9 

GREEN MOUNTAIN POWER CORPORATION 

[RESERVED FOR FUTURE USE] 

EFFECTIVE: On Bills Rendered oii or after April t; 2016 
GREEN MOUNTAIN POWER CORPORATION 

By: C£ e. D,;Jl,:) .,{:6,, .0 
Charlotte B. Ancel 

Original Sheet 24 

Vice President, General Counsel, Power Resources, and Corporate Secretary 
A:\Regu latoryAffairs\Rc1a ilRa1cAdminis1ra1ion\RetailTnriffs\CurrcntTariffs\Ra1eDesignMOU 11-6-2015.dQ.<;i 



V.P.S.B. No. 9 

GREEN MOUNTAIN POWER CORPORATION 

[RESERVED FOR FUTURE USE] 

EFFECTIVE: On Bills Rendered on or aftet April I, 2016 
GREEN MOUNTAIN POWER CORPORATION 

By, ~~'lto ~u.O , 
Charlotte B .. Anc.el 

Original Sheet 25 

Vice President, General Counsel, Power Resources; 11nd Corporate Secretary 
A:\ReguhitoryAffairs\RetailRilteAdministration\RetailTariffs\CurrentTariffs\RilteD<.SignMOU 11-6-2015.doc, 
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GREEN MOUNTAIN POWER CORPORATION 

(RESERVED FOR FUTURE USE] 

EFFECTIVE: On Bills Rendered ()n or after April I, 20 J 6 
GREEN MOUNTAIN POWER CORPORATION 

By: 
Ch<\r2Ahcef 

Original Sheet 26 

Vice President, General Counsel, Power Resources, and Corporate Secretary 
A:\RegulotoryAffoirs\RetailRateAdministration\Re1ailTariffs\CurrentTariffs\RateDesignMOU ) 1~6-201S.doc. 


